PHH Environmental (UK) Ltd

Asbestos Register and Management Plan

** see tables 2.2 and 2.3 in Report for definitions

Newton Vicarage, The Vicarage, Mary Twill Lane,

Newton, Swansea.

Survey Type >

Update Asbestos Survey

Initial Survey Date(s) >

23/09/2015

5575A8155 Register Type > Final 0 Risk ratings Management Action
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Ground floor - Study, .
E S575AS15| ™\ 11, lounge and Under parquet No Access NA (no access) No access NA NANA/NA| NA | NA NA NA | Re-evaluateif access 11/12/25
5-004 - floors (Presumption) obtained
dining room
G NGARS|5575A515 | Ground floor - | Board above boiler | o\ \-iion board Insulating board | Negative asbestos |y Iya INAINA| NA | NA NA NA | No action not an ACM 23/09/15
949-1 5-003 Kitchen around flue sample
G NGARS5|5575A15 | Canopy above Roof coverings Roof felt Bitumen roofing felts ||\e9ative asbestosyqy Ina NATNA|T NA | NA NA NA | No action not an ACM 23/09/15
949-2 5-008 kitchen door sample
G NGARS|5575A515| o e and garage | Flat roof covering Felt Bitumen roofing felts | \6921ive asbestos | ,oqy A INAINA| NA | NA NA NA | No action not an ACM 23/09/15
949-3 5-009 sample
. . . Discounted
H 56754515 Ground floor - Floor Orange sheetvinyl | PVC vinyl floor tiles & material 20SM |NA/NA|NA| NA | NA NA NA | Noactionnotan ACM |  23/09/15
5-001 Kitchen flooring unbacked PVC flooring
(not sampled)
. . Discounted
H SSTSASIS | 3 ound floor - WC Floor Self stick tiles | -V C Vinyl floor files & material 2SM  [NA/NA/NA| NA | NA NA NA | Noactionnotan ACM |  23/09/15
5-005 unbacked PVC flooring
(not sampled)
. . . Discounted
H SSTSASIS | 1ot floor - En-suite Floor Cream sheetvinyl | PVC vinyl floor tiles & material 4SM  |NA/NA/NA| NA | NA NA NA | NoactionnotanACM |  23/09/15
5-006 flooring unbacked PVC flooring
(not sampled)
. Discounted
H 5675A815|  Firstfloor - Roof |\, 1 roof covering Sarking felt Bitumen roofing felts material 150SM |NA/NA'NA| NA | NA NA NA | No action notan ACM 23/09/15
5-007 space
(not sampled)
5675A815|  Ground floor - Within boiler No Access NA (no access) Removed NA NA/NANA| NA | NA NA NA | No action notan ACM 10/12/19 Removed and new |
5-002 Kitchen Baxi boiler fitted. |
. Cement - Fully comp Cement pipes
NGARS5| 55754515 External Two cement pipes Cement | flat sheet, tiles, slates Removed 6SM  [NANA/NA| NA | NA NA NA | Noactionnotan ACM |  10/12/19 removed and

949-4 5-010

to rear external wall

& boards

replaced with PVC

* risk assessment required prior to work.

Where 'Carry Out Repairs', 'Seal', 'Encapsulate’ or 'Enclose' is recommended, it is implicit that the ACM is also classified as 'Record, Manage and Monitor'.
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