PHH Environmental (UK) Ltd

Asbestos Register and Management Plan

* see tables 2.2 and 2.3 in Report for definitions

138 Dumfries Street, Treorchy. Survey Type > Management Initial Survey Date(s) > 09/07/2010

2220AS119 Risk ratings Management Action
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. Positive Artex only to the
05DUM13| 00005/ | 2220AS11| GF - Hall, lounge - \ Ve , Textured coatings & Record, manage & "
A 800 B819-1 9-001 and kitchen Ceilings Artex' - 'Stipple’ joint compound asbestos 21SM 1101 3 5 8 monitor 14/02/24 front half of the | No
sample lounge
Positive Brown vinyl tiles
05DUM13| 00005/ | 2220AS11| GF - Hall, lounge, . . PVC vinyl floor tiles & Record, manage & still remain but
A 800 B819-2| 9-002 diner and closet Floors Brown vinyl tiles unbacked PVC flooring assab:\StI?a S 30SM T]o1 3 4 7 monitor 14/02/24 laminate flooring No
P has been laid
Hole in ceiling
Positive 10cm round.
05DUM13| 00005/ | 2220AS11 . \ v e , Textured coatings & . Bathroom has "
A 800 B819-4  9-006 FF - All areas Ceilings Artex' - 'Stipple’ joint compound ass;);stlc;s 30SM 171111 4 5 9 Carry out repairs 14/02/24 also been No
P skimmed/plaster
ed
GF - Hallway. FF - . Negative
G 05DUM13) 00005/ | 2220AS11| ™ i and Walls "Artex’ - 'Bark’ Textured coafings & - ioq 32SM NA/NA NA| NA | NA | NA | Noactionnotan ACM | 09/07/10
800 B819-5| 9-008 joint compound
bathroom sample
05DUM13 2220AS11 . Grey sheet vinyl PVC vinyl floor tiles & | Discounted .
H 800 9-003 GF - Kitchen Floor flooring unbacked PVC flooring material 4SM NANA/NA| NA | NA | NA No action not an ACM 09/07/10
. ) . . Discounted
H 05DUM13 2220AST1 b jtchen | Undersidesinktop | g o bads Bitumen coafings on | o o) 2No |NA/NA|/NA NA | NA | NA | Noactionnotan ACM | 09/07/10
800 9-004 and drainer metal
(not sampled)
Discounted
H 05DUM13 2220AST1 Roof space Under roof covering Sarking felt Bitumen roofing felts material 40SM  |NA/NA NA| NA | NA | NA No action not an ACM 09/07/10
800 9-007
(not sampled)
| 0SDUM13 00005/ | 22204511 ¢ornal - Outhouse | Roof covering | Profiled roof sheets oot Profled ' pomoved | 3SM NANA NA| NA | NA | NA  Noactionnotan ACM | 28/02/18 Outhouse roof
800 B819-3| 9-005 sheets removed

* risk assessment required prior to work.

Where 'Carry Out Repairs', 'Seal’, 'Encapsulate’ or 'Enclose' is recommended, it is implicit that the ACM is also classified as 'Record, Manage and Monitor'.
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