PHH Environmental (UK) Ltd

Asbestos Register and Management Plan

* see tables 2.2 and 2.3 in Report for definitions

Flat 9 ST Cynons Court, Partridge Square, Llwynypia,
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G 13CYNO | 00005/ | 22204515 All areas Ceilings ‘Artex - ‘Stipplet | oxured coalings & e 32SM |NA'NANA NA NA NA | NoactionnotanACM |  08/09/10
0999 | 996-1 2-001 joint compound
sample
13CYNO 00005/ 2220AS15 PVC vinyl floor tiles & | \egative
G 0999 | 996-2 2-003 Bathroom Floor Blue vinyl floor tile unbacked PVC flooring ass;;itl(;s 4SM NA NA'NA: NA | NA  NA | No action notan ACM 08/09/10
NGAR Cement - Fully comp Negative
G 18CYNO | 1347, 2220815 External Roof Slate flat sheet, tiles, slates | asbestos NA 0 0 1 3 1 4 NoactionnotanACM & 24/06/14 Sampled -1
0999 2-008 24/06/2014
001 & boards sample
13CYNO 2220A815 | Bedroom, hall and Grey and white vinyl | PVC vinyl floor tiles & | DiScounted
H ’ Floors yand w 4 4 i material 22SM NANANA NA NA NA NoactionnotanACM = 08/09/10
0999 2-002 lounge flooring unbacked PVC flooring
(not sampled)
13CYNO 2020A815 White and black | PVC viny floor tiles & | D1Scounted
H Kitchen Floor . X Y . material 7SM NA NA'NA' NA  NA NA No action notan ACM 08/09/10
0999 2-004 vinyl flooring unbacked PVC flooring
(not sampled)
13CYNO 2020A815 Underside sink to Bitumen coatings on | D scounted
H Kitchen X P Bitumen pads 9 material 28M NA NA'NA' NA | NA NA | No action notan ACM 08/09/10
0999 2-005 and drainer metal
(not sampled)
Discounted
H 13CYNO 2220815 gt space Under roof Sarking felt Bitumen roofing felts ~ material NA NANANA NA NA NA NoactionnotanACM & 24/06/14
0999 2-006 covering
(not sampled)
Old boiler has
been removed
. . and replaced
13CYNO 22208515 Kitchen Against wall - Gaskets Textiles - Gaskets & | o oved INo NANANA NA NA NA NoactionnotanACM |  27/04/16 with a new
0999 2-007 Boiler unit washers . .
Vailant boiler
prior to re-visit
27/04/16

* risk assessment required prior to work.

Where 'Carry Out Repairs', 'Seal', 'Encapsulate’ or 'Enclose’ is recommended, it is implicit that the ACM is also classified as 'Record, Manage and Monitor'.
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