
PHH Environmental (UK) Ltd Asbestos Register and Management Plan ** see tables 2.2 and 2.3 in Report for definitions 
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E
2220AS86

7-005

GF- Hall and FF- 

Bathroom and 

kitchen

Under current 

flooring
NA

No access 

(Presumption)

No access 

(Presumption)
15SM NA NA NA NA NA NA NA

Re-evaluate if access 

obtained
22/01/24

G
NGA74

41-1

2220AS86

7-002

GF - Hall and FF- 

Landing
Walls 'Artex' - 'Bark'

Textured coatings & 

joint compound

Negative asbestos 

sample
45SM NA NA NA NA NA NA NA No action not an ACM 04/06/13

G
NGA74

41-2

2220AS86

7-003

FF- All areas and 

GF - Hall
Ceilings 'Artex' - 'Stipple'

Textured coatings & 

joint compound

Negative asbestos 

sample
50SM NA NA NA NA NA NA NA No action not an ACM 04/06/13

G
NGA74

41-3

2220AS86

7-006
FF - Cupboard Behind boiler Lining board Insulating board

Negative asbestos 

sample
2SM NA NA NA NA NA NA NA No action not an ACM 04/06/13

H
2220AS86

7-001
FF - Kitchen Under sink Bitumen pad

Bitumen coatings on 

metal

Discounted 

material

(not sampled)

1No NA NA NA NA NA NA NA No action not an ACM 04/06/13

H
2220AS86

7-004

GF - Hall and FF - 

Bathroom and 
Floors

Grey sheet vinyl 

flooring

PVC vinyl floor tiles & 

unbacked PVC flooring

Discounted 

material
15SM NA NA NA NA NA NA NA No action not an ACM 04/06/13

Survey Type > Management

2220AS867 Management ActionRisk ratings

183B Ynyswen Road, Treorchy. Initial Survey Date(s) > 04/06/2013
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* risk assessment required prior to work. Where 'Carry Out Repairs', 'Seal', 'Encapsulate' or 'Enclose' is recommended, it is implicit that the ACM is also classified as 'Record, Manage and Monitor'. Annex II - Page No 1  


